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SR Number: 26221-100-MRA-MGED-00001 
 
 
 
Title: Standby Diesel Generator 

 
 
Scope of Work: Design, manufacture and supply of Standby Diesel Generator package 

Capacity: 3.0 MWe (net), Prime Rated 
Package shall include: (a) Diesel Engine - Generator Set (b) Radiator (c) Diesel Tank with 12 hours 
storage capacity (d) Fire Suppression system. 
Radiator shall be integrated on the engine-generator skid. 

 
All equipment provided must meet local codes for Western Australia, Project Specifications, as well 
as any other Australian/local regulations, statutory requirements, and Australian codes and 
standards as applicable. 


